
Ref. Certif. No.

IT-23038

IEC SYSTEM FOR MUTUAL RECOGNITION OF TEST CERTIFICATES FOR ELECTRICAL EQUIPMENT (IECEE) CB 
SCHEME

CB TEST CERTIFICATE

Product

Name and address of the applicant

Name and address of the manufacturer

Name and address of the factory

Ratings and principal characteristics

Trademark (if any)

Customer's Testing Facility (CTF) Stage used

Model / Type Ref.

Additional information (if necessary may also be 
reported on page 2)

A sample of the product was tested and found to be in 
conformity with

As shown in the Test Report Ref. No. which forms part 
of this Certificate

Note: When more than one factory, please report on page 2

TIKE MR LTD
Nestor Abadjiev N. 57
4000 Plovdiv
Bulgaria

Ui: 690 V; Uimp: 6 kV; Ith: 40 A; Ithe: 40 A
Utilization category: AC-21A, AC-22A or AC-23A
(see also pages 5, 7 and 8 of Test Report No. MI21-0064138-01
and/or Additional Sheet)

Additional information on page 2

MI21-0064138-01

IEC 60947-1:2020, IEC 60947-3:2020

Series 1
(see also pages 7 and 8 of Test Report No. MI21-0064138-01
and/or Additional Sheet)

TikeMr Ltd

TIKE MR LTD
Nestor Abadjiev N. 57
4000 Plovdiv
Bulgaria

Additional information on page 2

TIKE MR LTD
Nestor Abadjiev N. 57
4000 Plovdiv
Bulgaria

Switch-disconnectors

IMQ S.p.A.
Via Quintiliano 43
Milano, 20138 
Italy

Date: 2022-06-30 Signature: Mauro Casari

This CB Test Certificate is issued by the National Certification Body
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Additional Sheet to CBTC Ref. No. 

IT-23038 

Description of the switch-disconnectors series 1 

(continues on pages 2 and 3) 

Type 

reference 

Number 

of poles 

Utilization category 

Mounting Actuation angle AC-21A AC-22A AC-23A 

Ie Ue Ie Ue Ie Ue 

116261 2P 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 60° clockwise 

116361 3P 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 60° clockwise 

116461 3P + N (1) 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 60° clockwise 

120261 2P 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 60° clockwise 

120361 3P 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 60° clockwise 

120461 3P + N (1) 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 60° clockwise 

125261 2P 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 60° clockwise 

125361 3P 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 60° clockwise 

125461 3P + N (1) 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 60° clockwise 

132261 2P 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 60° clockwise 

132361 3P 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 60° clockwise 

132461 3P + N (1) 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 60° clockwise 

140261 2P 40 A 500 V — — Enclosure mounting 60° clockwise 

140361 3P 40 A 500 V — — Enclosure mounting 60° clockwise 

140461 3P + N (1) 40 A 500 V — — Enclosure mounting 60° clockwise 

116291 2P 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 90° clockwise 

116391 3P 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 90° clockwise 

116491 3P + N (1) 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 90° clockwise 

120291 2P 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 90° clockwise 

120391 3P 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 90° clockwise 

120491 3P + N (1) 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 90° clockwise 

125291 2P 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 90° clockwise 

125391 3P 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 90° clockwise 

125491 3P + N (1) 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 90° clockwise 

132291 2P 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 90° clockwise 

132391 3P 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 90° clockwise 

132491 3P + N (1) 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 90° clockwise 

140291 2P 40 A 500 V — — Enclosure mounting 90° clockwise 

140391 3P 40 A 500 V — — Enclosure mounting 90° clockwise 
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Additional Sheet to CBTC Ref. No. 

IT-23038 

Description of the switch-disconnectors series 1 

(continued from page 1) 

Type 

reference 

Number 

of poles 

Utilization category 

Mounting Actuation angle AC-21A AC-22A AC-23A 

Ie Ue Ie Ue Ie Ue 

140491 3P + N (1) 40 A 500 V — — Enclosure mounting 90° clockwise 

116262 2P 16 A 690 V 16 A 500 V 16 A 500 V Panel 60° counterclockwise 

116362 3P 16 A 690 V 16 A 500 V 16 A 500 V Panel 60° counterclockwise 

116462 3P + N (1) 16 A 690 V 16 A 500 V 16 A 500 V Panel 60° counterclockwise 

120262 2P 20 A 690 V 20 A 500 V 20 A 500 V Panel 60° counterclockwise 

120362 3P 20 A 690 V 20 A 500 V 20 A 500 V Panel 60° counterclockwise 

120462 3P + N (1) 20 A 690 V 20 A 500 V 20 A 500 V Panel 60° counterclockwise 

125262 2P 25 A 690 V 25 A 500 V 25 A 500 V Panel 60° counterclockwise 

125362 3P 25 A 690 V 25 A 500 V 25 A 500 V Panel 60° counterclockwise 

125462 3P + N (1) 25 A 690 V 25 A 500 V 25 A 500 V Panel 60° counterclockwise 

132262 2P 32 A 690 V 32 A 500 V 32 A 500 V Panel 60° counterclockwise 

132362 3P 32 A 690 V 32 A 500 V 32 A 500 V Panel 60° counterclockwise 

132462 3P + N (1) 32 A 690 V 32 A 500 V 32 A 500 V Panel 60° counterclockwise 

140262 2P 40 A 500 V — — Panel 60° counterclockwise 

140362 3P 40 A 500 V — — Panel 60° counterclockwise 

140462 3P + N (1) 40 A 500 V — — Panel 60° counterclockwise 

116292 2P 16 A 690 V 16 A 500 V 16 A 500 V Panel 90° counterclockwise 

116392 3P 16 A 690 V 16 A 500 V 16 A 500 V Panel 90° counterclockwise 

116492 3P + N (1) 16 A 690 V 16 A 500 V 16 A 500 V Panel 90° counterclockwise 

120292 2P 20 A 690 V 20 A 500 V 20 A 500 V Panel 90° counterclockwise 

120392 3P 20 A 690 V 20 A 500 V 20 A 500 V Panel 90° counterclockwise 

120492 3P + N (1) 20 A 690 V 20 A 500 V 20 A 500 V Panel 90° counterclockwise 

125292 2P 25 A 690 V 25 A 500 V 25 A 500 V Panel 90° counterclockwise 

125392 3P 25 A 690 V 25 A 500 V 25 A 500 V Panel 90° counterclockwise 

125492 3P + N (1) 25 A 690 V 25 A 500 V 25 A 500 V Panel 90° counterclockwise 

132292 2P 32 A 690 V 32 A 500 V 32 A 500 V Panel 90° counterclockwise 

132392 3P 32 A 690 V 32 A 500 V 32 A 500 V Panel 90° counterclockwise 

132492 3P + N (1) 32 A 690 V 32 A 500 V 32 A 500 V Panel 90° counterclockwise 

140292 2P 40 A 500 V — — Panel 90° counterclockwise 
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Additional Sheet to CBTC Ref. No. 

IT-23038 

Description of the switch-disconnectors series 1 

(continued from page 2) 

Type 

reference 

Number 

of poles 

Utilization category 

Mounting Actuation angle AC-21A AC-22A AC-23A 

Ie Ue Ie Ue Ie Ue 

140392 3P 40 A 500 V — — Panel 90° counterclockwise 

140492 3P + N (1) 40 A 500 V — — Panel 90° counterclockwise 

116461N 3P + N (2) 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 60° clockwise 

120461N 3P + N (2) 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 60° clockwise 

125461N 3P + N (2) 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 60° clockwise 

132461N 3P + N (2) 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 60° clockwise 

140461N 3P + N (2) 40 A 500 V — — Enclosure mounting 60° clockwise 

116491N 3P + N (2) 16 A 690 V 16 A 500 V 16 A 500 V Enclosure mounting 90° clockwise 

120491N 3P + N (2) 20 A 690 V 20 A 500 V 20 A 500 V Enclosure mounting 90° clockwise 

125491N 3P + N (2) 25 A 690 V 25 A 500 V 25 A 500 V Enclosure mounting 90° clockwise 

132491N 3P + N (2) 32 A 690 V 32 A 500 V 32 A 500 V Enclosure mounting 90° clockwise 

140491N 3P + N (2) 40 A 500 V — — Enclosure mounting 90° clockwise 

116462N 3P + N (2) 16 A 690 V 16 A 500 V 16 A 500 V Panel 60° counterclockwise 

120462N 3P + N (2) 20 A 690 V 20 A 500 V 20 A 500 V Panel 60° counterclockwise 

125462N 3P + N (2) 25 A 690 V 25 A 500 V 25 A 500 V Panel 60° counterclockwise 

132462N 3P + N (2) 32 A 690 V 32 A 500 V 32 A 500 V Panel 60° counterclockwise 

140462N 3P + N (2) 40 A 500 V — — Panel 60° counterclockwise 

116492N 3P + N (2) 16 A 690 V 16 A 500 V 16 A 500 V Panel 90° counterclockwise 

120492N 3P + N (2) 20 A 690 V 20 A 500 V 20 A 500 V Panel 90° counterclockwise 

125492N 3P + N (2) 25 A 690 V 25 A 500 V 25 A 500 V Panel 90° counterclockwise 

132492N 3P + N (2) 32 A 690 V 32 A 500 V 32 A 500 V Panel 90° counterclockwise 

140492N 3P + N (2) 40 A 500 V — — Panel 90° counterclockwise 

(1) – switched neutral 

(2) – non-switched neutral 
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